" COMMISSIONING INSTRUCTIONS FOR 4
g BELUKX POWER FACTOR CONTROL RELAY 4
BLR-Q1
1)g Connect the Relay in accordance with Figure 1 below:- * :
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N.B.

Power Capacitor
The Current Transformer, connected to terminals k - 1 must:-

a.) Measure the total load including the P.F.C. load.
b.) Be positioned in a different phase to the two phases used for

L2 - L3.

NEVER CONNECT AN OPEN CIRCUIT LOAD CARRYING C.T. TO THE RELAY. THIS
CAN GCENERATE VOLTAGES WHICH WILL DAMAGE THE ELECTRONIC CIRCUIT. KEEP

C.T. SHORT-CIRCUITED WHILST CONNECTINGC.

Sometimes it is not convenient to place the C.T. in L1 (Red) phase.
1f so, move the C.T. to another phase.

C.T. on L1 (Red) - Voltage to Relay from L2 (Yellow) - L3 (Blue)
C.T. on L2 (Yellow) - Voltage to Relay from L1 (Red) - L3 (Blue)
C.T. on L3 (Blue) - Voltage to Relay from L1 (Red) - L2 (Yellow)










